Whitestown Parkway Booster Bump Station

cnemicals usea --

Plant Chlorine Residual

Distribution Chlorine Residual

Date |WaterTre Pounds Remarks
1000 Sodium Ammonium Pre Chlorination Post Chlorination Distribution
gallons Hypochlorite Sulfate 5o Free pH Total Free pH Total  |Free Temp C [pH
1 350 1 8| 1.48 7.7 2.44 7.6] 1.39 22.6| 7.67|Water Provider started trial of new
2 340 0 0] 1.56 7.7 3.86 7.7 1.28 22.4] 7.63|coagulant, from Alum to PACL.
3 360 0 1| 1.46 7.7 2.43 7.8 New coatulant is responsible for
4 390 0 0] 1.54 7.70 2.54 7.8 increase pH
5 430 0 0 1.6 7.8] 2.52 7.8
6 217 0 2| 1.64 7.7 2.72 7.8 0.42 23.5] 7.61
7 520 1 8] 1.66 7.8] 2.65 7.7 1.04 25.5] 7.59
8 350 0 4] 1.54 7.8] 2.61 7.8 1.05 24| 7.64
9 590 0 0] 1.66 7.9 252 79| 1.56 24.3] 7.62
10 690 0 0] 1.62 79 1.72 7.9
11 450 0 0] 1.64 7.9 1.79 7.8
12 770 0 0] 1.76 79| 1.87 7.8 1.08 21.3] 7.66
13 860 0 0] 154 7.9 1.63 7.8 0.91 22.11 7.57
14 370 0 0] 1.56 79| 1.63 7.8 1.19 24.3 7.5
15 40 0 0] 1.62 8.5 1.73 8.5 1.1 21.4] 7.63
16 0 0 0 1.76 22.3] 7.64
17 0 0 0
18 360 0 0 1.6 79| 1.74 7.8
19 800 0 o 1.72 79| 1.82 7.8 154 20.8| 7.67
20 0 0 0 0.86 22.6| 7.51]Whitestown Parkway BPS Monthly
21 850 0 0| 1.52 7.4 1.61 7.4 1.09 21.71 7.63 Water Treatment
22 650 0 0] 1.54 7.4 1.6 7.4] 1.05 22.4] 7.61] TotalGallons 13,207
23 590 0 0] 1.84 7.5 1.96 7.5] 1.03 23.1| 7.59] Max.Day 1410
24 0 0 0 Min.Day 0
25 420 0 0| 1.56 7.3 1.64 7.4 Avg.Daily 440
26 860 0 0] 1.62 7.4 1.74 7.4 1.44 21.6| 7.46
27 0 0 0 0.78 22.6] 7.42
28 1410 0 0] 1.62 7.5 1.73 7.6 1.1 22.2 7.6 _ _
Mail to: Indiana Department of Environmental
29 540 0 0| 1.54 7.4 1.62 75| 1.22 23| 7.47|Management Drinking Water Branch, MC 66-34
30 0 0 0 11 231 73|t Sene vense
31
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